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FLEXICAP 4-20 TRANSMITTER / FLEXIILEVEL 2 
Wiring diagram for Flexicap 4 -20 continuous capacitance level transmitter used with 

Flexilevel 2 Indicator/Controller, to be read in conjunction with Flexicap 4-20 and 
Flexilevel 2 installation and setting up instructions
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INPUT
CONNECTIONSMAINS         DC IN       V OUT     I OUT

E   L   N   E        +    -         +   -         +   -

Supply    or   Supply     Volt
Voltage         Voltage    Output
AC                DC           Programmable
                                     1-5V

Meter

PLC,
Process 
Controller

Current
output
programmable
4-20mA
maximum
output
resistance
1000 OHMS

FLEXILEVEL 2
INDICATOR/CONTROLLER
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V+  V-    B

Connection to Boss

Zero

Span

Flexcap 4-20
Continuous
Capacitance
Operated Transmitter

2 Core Screened
Cable Conductor
size 0.5mm   minimum2
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U K A S
QUALITY

MANAGEMENT

FM 10000
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